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KET QUA THIY NGHIEM Ngäy:2/.5 

TESTING REPORT•
Chuyê'n ......................... 
L!u 116 Sd 

Ten khäch hang! 0/eu! : CHI NHANH CAP NUOC TRA ON 

Oja chi/ Address : Ap M Lvi, xa Thin M, huyn Ira On, tinh Vinh Long 

Ngäy nhn maul Date of receiving : 12/05/2023 Ngày phãn tIch/ Date of analysis : 12/05/2023 

Ngày trã kt qua! Date of issue : 19/05/2023 

Loi mu/ Kind of sample : NtrOc da xcr l So ltrqng mu/ Quantity of sample : 01 mu 

Ten mu/ Name of sample : Nuóc such ti b chtra Chi nhánh cp nrnc Trä On 
S Oja diem lay mau : Ti Chi nhánh cap nw&c Trã On 

TInh trng mu/ State of sample : Dmg trong can nhra 

STT/ 
No. 

CHI TIEU 
THU NGH1MJ 
PARAMETERS 

PHU1NG PHAP 
PHAN TICH/ 

TESTING METHOD 

KET QUA/ 
RESULT 

or v 
TINH/ 

- UNIT 

QCVN 01-1: 
2018/BYT 

1 Coliforms (*) 
ISO 9308-1:2014/ 

Amd 1: 2016 
Khong phát hin 

(LODI) 
CFU/100rnL <3 

2 Escherichia coli (') 
ISO 9308-1:2014/ 

Arndl :2016 
Khong phat hin 

(LODI) 
CFU/100rnL <1 

3 Arsenic (As) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Không phát hin 
(LODO,002) 

mg/L 0,01 

4 Clo dir t
do (*) SMEWW 4500 Cl2  B : 2017 0,80 rng/L 

trong 
khoäng 
0,2-1,0 

5 D dçic 
(*) SMEWW 2130.B : 2017 

Không phát hin 
(LOD=0, 15) 

NTU 2 

6 Màu sc (*) SMEWW 2120C : 2017 
Không phát hin 

(LOD=3,0) 
ICU 15 

7 Mcii vi 
SOP.01-436 : 2022 

(Ref. TCVN 2653: 1978, 
SMEWW 2150B, 2160B : 2017) 

Không Co 

mui V l 
- Không CO 

mãi, vj It 

8 pH TCVN 6492 : 2011 7,63 - 
trong 

khoãng 
6,0-8,5 

9 
Iy câu yang 
(Staphylococcus 
aureus) (1 

SMEWW 9213B : 2017 
Không phát hin 

(LOD=1) 
CFU/100rnL <1 

10 
Trirc khun mCi xanh 
(Pseudomonas 
aeruginosa) (*) 

TCVN 8881 : 2011 
(ISO 16266 : 2006) 

Không phát hin 
(LODI) 

CFU/lO0mL <1 

II 
Amoni (*) 
(NH3 và NH4 tinh 
theo N) 

SMEWW 4500-NH3.B&F : 2017 
KhOng phát hin 

(LOD=0,023) 0,3 
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KET QUA THIJ' NGHIM 
TESTING REPORT 

STT/ 
No. 

CHI TIEU 
THLYNGH1M/ 
PARAMETERS 

PHUNG PHAP 
PHAN TICH/ 

TESTING METHOD 

KET QUA! 
RESULT 

oor' vj 
TINH/ 
UNIT 

QCVN 01-1: 
2018!BYT 

12 Antirnon(Sb) 
SMEWW3O3OA,E : 2017 

SMEWW 3113 B :2017 
Khôngpháthin 

(LODO,002) 
iIL 0,02 

13 Ban (Ba) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B :2017 

Không phát hin 
(LODO,1) 

mg/L 0,7 

14 
Bor (B) (*) (tInh chung 
cho Ca Borat và axit 
Boric (B)) 

SMEWW 4500 (B) B : 2017 
Không phát hin 

(LOD=0,058) 
mglL 0,3 

15 Cadimi (Cd) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B :2017 

Không phát hin 
(LODO,0002) 

mglL 0,003 

16 Chi (Plumbum) (Pb) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Không phát hin 
(LODO,002) 

mg/L 0,01 

17 Chi s Pecrnanganat TCVN 6186: 1996 
Khong phát hin 

(LOD=0,25) mg02/L 2 

18 Chloride (C1) (') SMEWW 4500 C1 B : 2017 32,7 mg/L 250 

19 Chromi (Cr) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Không phát hin 
(LODO,002) 

mg/L 0,05 

20 Dng (Cuprum) (Cu) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Không phát hin 
(LODO,03) 

mg/L I 

21 
DO ccrng, tinh theo 
CaCO3 

(S)  SMEWW 2340 C : 2017 99,3 mg CaCO3/L 300 

22 Fluor (F) (*) SMEWW 4500 (F-) B,D : 2017 
Không phát hin 

(LOD=0,08) 
mg/L 1,5 

23 Kern (Zincum) (Zn) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Không phát hin 
(LODO,03) 

mg/L 2 

24 Mangan (Mn) (*) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Khong phát hin 
(LODO,03) 

mg/L 0,1 

25 Natri (Na) (*) SMEWW 3500 (Na) B : 2017 10,1 mg/L 200 

26 
Nhôrn (Aluminium) 
(Al) 

SMEWW 3500 (Al) B : 2017 
Khong phát hin 

(LOD=0,02) 
mg/L 0,2 

27 Nickel (Nj) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Không phát hin 
(LODO,002) 

mg/L 0,07 

28 
Nitrat (NO3' tInh theo 

SMEWW 4500 (NO3)-E : 2017 0,28 mg/L 2 

29 
Nitrit (NO2  tInh theo 
N) (*) TCVN 6178: 1996 

Không phát hin 
(LOD=0,01) 

mg/L 0,05 

30 St (Ferrum) (Fe) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Không phát hin 
(LODO,03) 

mg/L 0,3 

31 Seleni (Se) SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Không phát hin 
(LODO,002) mg/L 0,01 
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KET QUA THIJ' NGHIM 
TESTING REPORT 

STT! 
No. 

CIII TIEU 
THU NGHIMJ 
PARAMETERS 

PHU'(NG PHAP 
PHAN TICH] 

TESTING METHOD 

KET QUA/ 
RESULT 

ixcr VI 
T!NHJ 
UNIT 

QCVN 01-1: 
2018/BYT 

32 Sunphat (*) SMEWW 4500 (SO42-) E : 2017 5,50 mg/L 250 

33 Sunfua EPA 376.2 : 2003 
Không phát hin 

(LOD=0,01) 
mg/L 0,05 

Thüy ngân 
(Hydrargyrum) (Hg) (*) 

SMEWW 3112 (Hg) B : 2017 
Khong phát hin 
(LODO,000 15) 

mg/L 0,001 

35 
Tongchatrnhoãtan 
(TDS) (*) 

SMEWW2S4O.C:2017 147 mg/L 1000 

36 Xyanua (CN) (*) TCVN 6181: 1996 
Không phát hin 

(LOD=0,003) mg/L 0,05 

37 1,1,1 -Tricloroetan 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Khong phát hin 

(LODO,15) 
tg/L 2000 

38 1,2 Dicloroetan 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Khong phát hin 

(LODO, 15) 
tg/L 30 

39 1,2 Dicloroeten 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
ig/L 50 

40 Cacbontetraclorua 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Khong phát hin 

(LODO, 15) 
.tgfL 2 

41 Diclorometan 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO, 15) 
tg/L 20 

42 Tetracloroeten 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) igIL 40 

43 Tricloroeten 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO, 15) 
tg/L 20 

44 Vinyl clorua 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
jig/L 0,3 

45 Benzene 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tg/L 10 

46 Etylbenzen 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LOD=0, 15) 
.tg/L 300 

47 
Phenol và dn xut cUa 
Phenol 

SOP.01-356 : 2022 
(Ref. USA EPA 3510 & 

USA EPA 8270D) 

Khong phát hin 
(LOD=0,3) 

tg/L 1 

48 Styren 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Khong phát hin 

(LODO, 15) 
.tgfL 20 

49 Toluen 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) j.tg/L 700 

50 Xylen 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tg/L 500 

51 1,2 - Diclorobenzen 
SOP.01-365 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) tg/L 1000 

PTN ducic chi djnh bail Lab, designated by: B Y T - C,ic An toàn Thirc phm/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cue Quail I Chit 
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• KET QUA THII NGHIM 
TESTING REPORT 

STT/ 
No. 

CHI TIEU 
THUNGHIM/ 
PARAMETERS 

PHUNG PHAP 
PHAN TICH/ 

TESTING METHOD 

KET QUA! 
RESULT 

DON V 
TINHJ 
UNIT 

QCVN 01-1: 
2018/BYT 

52 Monoclorobenzen 
SOP.01-365 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO, 15) 
tg/L 300 

53 Triclorobenzen 
SOP.01-365 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) .tg/L 20 

54 Acrylamide 
SOP.01-369 : 2022 

(Ref. US EPA Method 8032A 
2016) 

Không phát hin 
(LOD=0, 15) 0,5 

55 Epiclohydrin SOP.O1-366 : 2022 
(Ref. EPA Method 524.2) 

Không phát hin 
(LODO,1) tg/L 0,4 

56 Hexacloro butadien 
SOP.0 1-366 : 2022 

Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tgfL 0,6 

57 
1,2 - Dibromo - 3 
Cloropropan 

SOP.01-394 : 2022 
(Ref. USA EPA 8270D) 

Không phát hin 
(LOD=0,15) jigfL I 

58 1,2 — Dicloropropan SOP.0I-370 : 2022 
(Ref. USA EPA 8270D) 

Không phát hin 
(LODO,15) tg/L 40 

59. 1,3 — Dicloropropen 
SOP.01-370 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LOD=0, 15) 
tg/L 20 

60 2,4—D 
SOP.01-371 : 2022 

(Ref. USA EPA 8270D) 
Khong phat hin 

(LODO,015) 30 

61 2,4-DB SOP.01-371 : 2022 
(Ref. USA EPA 8270D) 

Khong phát hin 
(LODO,0 15) 90 

62 Alachior 
SOP.01-370 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,15) tgfL 20 

63 Aldicarb 
SOP.01-371 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,015) 
tg/L 10 

64 
Atrazine và các dn 

' xuât chloro-s-triazine 
SOP.01-395 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LOD=0, 15) .tg/L 100 

65 Carbofuran (*) 
SOP.01-371 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,015) tg/L 5 

66 Chlorpyrifos 
SOP.01-396 : 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LOD=0,15) 
tg/L 30 

67 Clodane (*) 
SOP.01-370 : 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LOD=0,15) 
ig/L 0,2 

68 Clorotoluron SOP.01-394 : 2022 
(Ref. USA EPA 8270D) 

Không phát hin 
(LODO,15) 30 

69 Cyanazine 
SOP.01-395 : 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LOD=0,15) 
igfL 0,6 

70 
DDT và các dn xut 
(*) 

SOP.0 1-370 : 2022 
(Ref. USA EPA 8270D) 

Không phát hin 
(LODO,15) 

tg/L I 

PTN ducic chi djnh bail Lab, designated by: B Y T Cyc An toàn Thic phm/ Ministry ofHealth - Agency of Food Safety;  B NN&PTNT - Cuc Quãn l Chat 
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KET QUA THU NGHIM 
- TESTING REPORT 

STT/ 
No. 

CIII TIEU 
TH1NGHIMJ 
PARAMETERS 

PH1YNG PHAP 
PHAN TICH/ 

TESTING METHOD 

' 
KET QUA/ 
RESULT 

IXYN v 
TINH/ 
UNIT 

QCVN 01-1: 
2018/BYT 

71 Dichloprop 
SOP.O1-371 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,0 15) 
jiglL 100 

72 Fenoprop 
SOP.01-396 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,15) 
tg/L 9 

73 Hydroxyatra.zine 
SOP.01-395 : 2022 

(Ref. USA EPA 8270D) 
Không phat hin 

(LODO, 15) 
200 

74 Isoproturon 
SOP.01-396 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LOD0,15) 
9 

75 MCPA 
SOP.01-371 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,015) 
.tg/L 2 

76 Mecoprop 
SOP.01-371 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,015) 
jig/L 10 

77 Methoxychlor 
SOP.01-370 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,15) 
pgIL 20 

78 Molinate 
SOP.01-394 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,15) 
.tgIL 6 

79. Pendimetalin 
SOP.01-396 : 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LODO,15) 
20 

80 Permethrin 
SOP.01-209 2020 
(Ref. EPA 8270D, 

EPA 3510, EPA 3620) 

Không phát hin 
(LOD=0, 1) 

tg/L 20 

81 Propanil 
SOP.01-371 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,015) 
j.tg/L 20 

82 Simazine 
SOP.01-395 : 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LODO,15) 
2 

- 

83 Trifluralin 
SOP.01-396 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LOD=0,15) 
tg/L 20 

84 2,4,6 Triclorophenol 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODI,5) 
.tg/L 200 

85 Bromat (*) 
TCVN 9243 : 2012 
([50 15061 : 2001) 

Không phát hin 
(L0D2,0) 

j.tg/L 10 

86 Bromodichoromethane 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LOD=1,5) 
tg/L 60 

87 Bromoform 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Khong phát hin 

(LODI,5) 
.tg/L 100 

88 Chloroform 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Khong phát hin 

(LODI,5) 
tg/L 300 

89 Dibromoacetonitrile 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
KhOng phát hin 

(LODI,5) 
j.tg/L 70 

PTN ducrc chi djnh bOil Lab, designated by: B Y T - Cc An toàn Thc phm/ Ministry ofHealth -Agency of Food Safely; B NN&PTNT - Cyc Quan I Chat 
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KET QUA THU NGHIM 
TESTING REPORT 

STT/ 
No. 

CHI TIEU 
TH1YNGHIMI 
PARAMETERS 

PHUNG PilAF 
PHAN TICIII 

TESTING METHOD 

KET QUA/ 
RESULT 

D(IN v 
TINH/ 
UNIT 

QCVN 01-1: 
2018/BYT 

90 Dibromocloromethane 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Khong phát hin 

(LODI,5) j.tg/L 100 

91 Dicloroacetonitrile 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODI,5) 
j.tg/L 20 

92 Dicloroacetic acid 
SOP.O1-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LOD1,5) .tg/L 50 

93 Formaldehyde Ref. AOAC 931.08 
Không phát hin 

(LOD=0,5) .tgfL 900 

94 Monochloramine TCVN 6225-2 : 2012 
Không phát hin 

(LOD=0,0 1) 
mg/L 3,0 

95 Monochloroacetic acid 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Khong phát hin 

(LOD1,5) .tg/L 20 

96 Trichloroacetic acid 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LOD=1 ,5) 
tg/L 200 

97 Trichloroaxetonitril 
SOP.O 1-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODO,3) .ig/L 

98 
l6ng hot d phOng xt 
alpha (s/c) 

ISO 10704 :2019; 
ISO 9696 : 2007; 
05.2-CL4/ST 7.3 

Không phát hin 
(LOD=0,03) Bq/L 0,1  -I * 

Tng hot d phOng x 
beta (s) 

ISO10704:2019; 
150 9697 : 2008; 
05.2-CL4/ST 7.3 

Không phát hin 
(LOD=0,07) 

Bq/L i,o'i"  

Ghi chii/ Notes: 
Kt qua chi cO giá trl trên mu thi3/ The results are valid only for testing sample. 
Ten mu theo khdch hang yêu cti/ Name of samples as the client 's requirement. 
Thiii gian Itru mu: 5 ngày k t(r ngày trb kêt qud/ Tune-limit of storage: 5 days from reporting date. 
LOD: Giói hn phát hin / LOD: Limit of Detection. 
(*): Chi tiëu dtrçic VILAS cong nhOn ISO/IEC 17025:2017/Items were accredited by VILAS (ISO/IEC 17025:2017,). 
(s/c): Chi tiéu gLi nhã thu phij/ (s/c): Items are tested by subcontractor 
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1 KET QUA THJY NGHIEM 
TESTING REPORT 

Ten khách hang! Client : CIII NHANH CAP NIXOC TRA ON 

Dja chil Address : Ap M Lvi, xA Thin M, huyn Trà On, tinh 

Ngäy nhn maul Date of receiving : 12/05/2023 Ngay phân tIch/ Date of 

NgAy trä kt qua! Date of issue : 19/05/2023 

Loii mu/ Kind of sample : NLrâc dà xCr 1,2 S lirçrng mu/ Quantity 

Ten maul Name of sample : NmS'c such ti mng phân phi 
Da diem ly mu: So nhà 3/4, Khu 7, thj trãn 
tinh Vinh Long. 

TInh trng mu/ State of sample : Dimg trong can nhija 

CAP NUuC VINH LONG I 

iJ.i' . I 
Chin: 

Vinh Long 

analysis : 12/05/2023 

of sample : 01 mu 

Trà On, huyn Trà On, 

STT/ 
No. 

CH1 TIEU 
THI1 NGHIMI 
PARAMETERS 

PHUONG PHAP 
PHAN TICHI 

TESTING METHOD 

KET QUA/ 
RESULT 

DON V 
TiNHI 
UNIT 

QCVN 01-1: ( 
2018/BYT 

I 
- 

Coliforms (*) 
ISO 9308-1:2014/ 

Amdl:2016 
Khong phát hin 

(LODI) 
CFU/100mL <3 

2 Escherichia coli (*) 
ISO 9308-1:2014/ 

Amd 1: 2016 
Khong phát hin 

(LOD=1) 
CFU/100mL <1 

3 Arsenic (As) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Không phát hin 
(LODO,002) 

mg/L 0,01 

4 Clo dutij do (*) SMEWW4500C12 B :2017 0,50 rng/L 
tron g 

khoäng 
0,2-1,0 

5 Do dc (*) SMEWW 2130.B : 2017 
Không phát hin 

(LOD=0, 15) 
NTU 2 

6 Màu sc (*) SMEWW 2120C : 2017 
Khong phát hin 

(LOD=3 ,0) 
TCU 15 

7 MUi vi 
SOP.01-436 : 2022 

(Ref. TCVN 2653: 1978, 
SMEWW 2150B, 2160B : 2017) 

Không Co 

mui V 1 
- Không cO 

miii, v Ii 

8 pH (*) TCVN 6492 : 2011 7,64 - 
trong 

khoang 
6,0-8,5 

9 
T! câu yang 
(Staphylococcus 
aureus) 

(*) 
SMEWW 9213B : 2017 Không phát hin 

(LOD=1) CFU/100mL <1 

10 
TruckhuAnmixanh 
(Pseudomonas 
aeruginosa) (*) 

TCVN8881:2011 
(ISO 16266 : 2006) 

Khongpháthin 
(LOD=1) 

CFU/100mL <1 

11 
Amoni (*) 
(NH3 vàNH4 tInh 
theo N) 

SMEWW 4500-NH3.B&F : 2017 

- 

Không phát hin 
(LOD=0,023) 

iiig/L 0,3 

PTN ducc chi dnh bail Lab, designated by:  Bô Y Tê - Ciic An toàn Thirc phm/ Ministry of Health - Agency ofFood Safety; Bô NN&PTNT - Ctic Quan l Cht 
hrQ'ng Nong Lam san và Thüy sãnl Ministry ofAgriculture - National Agro — Fore.st,y - Fisheries Quality Assurance Department. 
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KET QUA THI NGHIM 
TESTING REPORT 

STT/ 
No. 

CHI TIEU 
TH1f NGHIM1 
PARAMETERS 

PHUJNG PHP 
PHAN TICH/ 

TESTING METHOD 

KET QUA! 
RESULT 

IxN v 
TINH/ 
UNIT 

QCVN 01-1: 
2018/BYT 

12 Antirnon (Sb) 
SMEWW 3030 A,E : 2017 

SMEWW 3113 B : 2017 
Không phát hin 

(L0D0,002) 
mg/L 0,02 

13 Ban (Ba) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Không phát hin 
(L0D0,l) 

mg/L 0,7 

14 
Bor (B) (*) (tInh chung 
cho cã Borat vã axit 
Boric (B)) 

SMEWW 4500 (B) B : 2017 
Không phát hin 

(LOD=0,058) 
mg/L 0,3 

15 Cadimi (Cd) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Không phát hin 
(LODO,0002) 

mg/L 0,003 

16 ChI (Plumbum) (Pb) 
SMEWW 3030 A,E :2017 
SMEWW 3113 B : 2017 

Khong phát hin 
(LODO,002) 

mg!L 0,01 

17 Chi s6 Pecmanganat (*) TCVN 6186: 1996 
Không phát hin 

(LOD=0,25) mg02!L 2 

18 Chloride (CL') 
(*) SMEWW 4500 CL' B : 2017 36,4 mgfL 250 

19 Chromi (Cr) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Không phát hin 
(LODO,002) 

mg/L 0,05 

20. Dng (Cuprum) (Cu) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Không phát hin 
(LODO,03) 

mg/L 1 

21 
DO cong, tInh theo 
CaCO3 (1 

SMEWW 2340 C : 2017 103 mg CaCO3IL 300 

22 Fluor (F) SMEWW 4500 (F-) B,D : 2017 
Khong phát hin 

(LOD=0,08) 
mg/L 1,5 

23 Kern (Zincurn) (Zn) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Không phát hin 
(LODO,03) 

mg/L 2 

24 Mangan (Mn) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Không phát hin 
(LODO,03) 

rng/L - 0,1 

25 Natri (Na) (*) SMEWW 3500 (Na) B : 2017 10,7 mg/L 200 

26 
Nhôm (Aluminium) 
(Al) 

SMEWW 3500 (Al) B : 2017 
Không phAt hin 

(LOD=0,02) 
mglL 0,2 

27 Nickel (Ni) (*) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Khong phát hin 
(LOD=0,002) 

mg/L 0,07 

28 
Nitrat (NO3' tInh theo 
N)  (*) SMEWW 4500 (NO3)-E : 2017 0,36 rng/L 2 

29 
Nitrit (NO2-  tInh theo 

TCVN 6178: 1996 
Không phát hin 

(LOD=0,0 1) 
mg/L 0,05 

30 Sat (Ferrum) (Fe) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Không phát hin 
(LOD=0,03) 

rng/L 0,3 

I Seleni (Se) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Không phát hin 
(LODO,002) 

mg/L 0,01 

32 Sunphat (*) SMEWW 4500 (SO42-) E : 2017 4,92 rng/L 250 

Pm duçtc chi djnh bOi/ Lab, designated by:  B V T  -  Cuc An toàn Thrc phm/  Ministry ofHealth - Agency ofFood Safety;  B NN&PTNT  -  Cyc Quãn I Chat 
lirçrng Nông Lam san và Thüy sin/ Ministry of Agriculture - NationalAgro — Forestry - Fisheries Quality Assurance Department. 
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KET QUA THI' NGHI1M 
TESTING REPORT 

STT/ 
No. 

CHI TIEU 
THIX NGHIEMI 
PARAMETERS 

PHIXONG PHAP 
PHAN TICH/ 

TESTING METHOD 

KET QUA/ 
RESULT 

DO'N VI 
TINH/ 
UNIT 

QCVN 01-1: 
20181BYT 

33 Sunfua()  EPA 376.2 : 2003 
Không phát hin 

(LOD=0,0 1) 
mg/L 0,05 

Thyngân 
(Hydrargyrum) (Hg) (*) 

SMEWW3II2(Hg)B:2017 
Không phát hin 
(LODO,00015) 

mg/L 0,001 

Tong chat ran hoâ tan 
(TDS) (*) 

SMEWW 2540.0 : 2017 153 mg/L 1000 

36 Xyanua (CN.)(*) TCVN 6181 1996 
Không phát hin 

(LOD=0,003) 
rng/L 0,05 

37 1,1,1 -Tricloroetan 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LOD=0,15) 
tg/L 2000 

38 1,2 Dicloroetan 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LOD=0,15) 
jig/L 30 

39 1,2 Dicloroeten 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phat hin 

(LODO,15) 
tg/L 50 

40 Cacbontetraclorua 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO, 15) 
ig/L 2 

41 Diclorometan 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LOD=0, 15) 
tg/L 20 

42 Tetracloroeten 
SOP.0 1-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO, 15) 
jig/L 40 

43 Tricloroeten 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phat hin 

(LODO, 15) 
tg/L 20 

44 Vinyl clorua 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LOD=0,15) 
ig/L 0,3 

45 Benzene 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tg/L 10 

46 Etylbenzen 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tg/L , 300 

Phenol và dn xLlat cia 

Phenol 

SOP.01-356 : 2022 
(Ref. USA EPA 3510 & 

USA EPA 8270D) 

Không phát hin 
(LOD=0,3) 

1gIL I 

48 Styren 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LOD=0, 15) 
tg/L 20 

49 Toluen 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Khong phát hin 

(LODO,15) 
tg/L 700 

50 Xylen 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tg/L 500 

5 1 1,2 - Diclorobenzen 
SOP.01-365 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tg/L 1000 

52 Monoclorobenzen 
SOP.01-365 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tg/L 300 

PIN duccc chi djnh boil Lab, designated by: B Y T - Ctsc  An toàn Thc phm/ Ministry of Health - Agency ofFood Safety; B NN&PTNT  -  Cc Quin ly Chit 
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KET QUA THI NGHIM 
TESTING REPORT 

STT! 
No 

CHI TIEU 
TH1YNGHIMJ 
PARAMETERS 

PHUNG PHAP 
PHAN TICHJ 

TESTING METHOD 

KET QUA! 
RESULT 

oN v 
TINH/ 
UNIT 

QCVN 01-1: 
2018/BYT 

53 Triclorobenzen 
SOP.0I-365 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LOD=0,15) 
ig/L 20 

54 Acrylamide 
SOP.01-369 : 2022 

(Ref. US EPA Method 8032A 
2016) 

Không phát hin 
(LOD=0, 15) 

vigIL 0,5 

55 Epiclohydrin 
SOP.01-366 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,1) 
j.tg/L 0,4 

56 Hexacloro butadien 
SOP.01-366 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tg/L 0,6 

1,2 - Dibromo - 3 
Cloropropan 

SOP.0I-394 : 2022 
(Ref. USA EPA 8270D) 

Không phát hin 
(LODO,15) 

58 1,2 — Dicloropropan 
SOP.01-370 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,15) 
tg/L 40 

59 1,3 — Dicloropropen 
SOP.01-370 : 2022 

(Ref USA EPA 8270D) 
Không phát hin 

(LODO,15) 
j.tg/L 20 

60 2,4—D 
SOP.0 1-371: 2022 

(Ref USA EPA 8270D) 
Khong phát hin 

(LOD=0,015) 
tg/L 30 

61 2,4-DB 
SOP.01-371 : 2022 

(Ref USA EPA 8270D) 
Không phát hin 

(LODO,015) 
tgfL 90 

62 Alachlor 
SOP.01-370 : 2022 

(Ref USA EPA 8270D) 
Khong phát hin 

(LODO,15) 
tgIL 20 

63 Aldicarb (*) SOP.01-371 : 2022 
(Ref USA EPA 8270D) 

Không phát hin 
(LODO,0 15) 

tg/L 10 

64 
Atrazine và các dn 
xuât chloro-s-triazine 

SOP.01-395 : 2022 
(Ref USA EPA 8270D) 

Không phát hin 
(LOD=0,15) 

100 

65 Carbofuran (*) 
SOP.01-371 : 2022 

(Ref USA EPA 8270D 
Khong phát hin 

(LODO,015) 
.tg/L 5 

66 Chlorpyrifos 
SOP.01-396 : 2022 

(Ref USA EPA 8270D) 
Không phát hin 

(LOD=0, 15) 
30 

67 Clodane (*) 
SOP.01-370 : 2022 

(Ref USA EPA 8270D) 
Không phát hin 

(LODO, 15) 
tg/L 0,2 

68 Clorotoluron 
SOP.01-394 : 2022 

(Ref USA EPA 8270D) 
Không phát hin 

(LODO,15) 
1g/L 30 

69 Cyanazine 
SOP.01-395 : 2022 

(Ref USA EPA 8270D) 
Không phát hin 

(LODO,15) 
jiglL 0,6 

70 
DDT và các dn xuAt 
(*) 

SOP.01-370 : 2022 
(Ref USA EPA 8270D) 

Khong phát hin 
(LODO,15) 

1 

71 Dichloprop 
SOP.01-371 : 2022 

(Ref USA EPA 8270D) 
Không phát hin 

(LODO,015) 
tg/L 100 

72 Fenoprop 
SOP.01-396 : 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LODO,15) 
j.tg/L 9 

PTh ductc chi djnh bail Lab. designated by:  B Y T - Cuc An tom Thic phm/ Ministry ofHealth -Agency ofFood Safety; B9 NN&PTNT - Ctic Quin 1 Chat 
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73 Hydroxyatrazine 
SOP.01-395 : 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LOD=0,15) 
jtglL 200 

74 Isoproturon 
SOP.01-396 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LOD=0,15) 
.tgfL 9 

75 MCPA 
SOP.01-371 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LODO,015) 
tg/L 2 

76 Mecoprop 
SOP.01-371 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LOD=O,015) 
jtg/L 10 

77 Methoxychlor 
SOP.01-370 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LOD=0,15) .tg/L 20 

78 Molinate 
SOP.0I-394 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,15) 
lL 6 

79 Pendirnetalin 
SOP.01-396 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LOD=0,15) 
.tg/L 20 

80 Permethrin () 
SOP.0 1-209 : 2020 
(Ref. EPA 8270D, 

EPA 3510, EPA 3620) 

Không phát hin 
(LOD=0, 1) 

gi'L 20 

81 Propanil 
SOP.01-371 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LOD=0,015) 
20 

82 Simazine 
SOP.01-395 : 2022 

(Ref. USA EPA 8270D) 
Không phat hin 

(LODO, 15) 
tg/L 2 

83 Trifluralin 
SOP.01-396 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,15) 
/L 20 

84 2,4,6 Triclorophenol 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LOD1,5) 
tg/L 200 

85 Brornat (*) TCVN 9243 : 2012 
(ISO 15061 : 2001) 

Không phát hin 
(L0D2,0) 

tg/L 10 

86 Bromodichoromethane 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Khong phát hin 

(LOD1,5) 
j.tg/L 60 

87 Bionioform 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODI,5) 
.tg/L 100 

88 Chloroform 
SOP.01-368 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODI,5) 
tg/L 300 

89 Dibromoacetonitrile 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODI,5) 
70 

90 Dibromocloromethane 
SOP.01-368 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODI,5) 
tg/L 100 

91 Dicloroacetonitrile SOP.01-368 : 2022 
(Ref. EPA Method 515.4) 

Không phát hin 
(LOD'l,S) 

.tgfL 20 

92 Dicloroacetic acid 
SOP.01-368 2022 

(Ref. EPA Method 515.4) 
Không phat hin 

(LOD=1,5) 
tg/L 50 

PTN duçic chi dnh bid! Lab, designated by: B Y T - Cyc An tom Thyc phmIMinist,y of Health - Agency ofFood Safely; B NN&PTNT - Cyc Quan ly Chat 
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CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TIN 
TIN TESTING CO., LTD 

PTN & VP Nhân mu: S 39A, Dirbng s 4, P.Binh Trj Dbng B, Q.Binh Tan, TP. HCM ibC/1i 
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V i çt Tin
VIET 

O) I_jF, 
1074 VIMCERTS 211 KIEM T CHAT LUNG 

St/ No: 05527 2305/KQ 
MA s6/ Code: 2510 2305 
MA s mu/ Sample code: 07438 2305 
Trang/ Page: 6/6 

KET QUA THU NGHIEM 
TESTING REPORT 

STT/ 
No. 

CHI TIEU 
TH1YNGH1MI 
PARAMETERS 

PHffiNG PHAP 
PHAN TICH/ 

TESTING METHOD 

- KET QUA/ 
RESULT 

oor vi 
TINHI 
UNIT 

QCVN 01-1: 
2018/BYT 

93 Formaldehyde Ref. AOAC 931.08 
Không phãt hin 

(LOD=0,5) 
900 

94 Monochloramine TCVN 6225-2 : 2012 
Không phat hin 

(LOD=0,0 1) 
mglL 3,0 

95 Monochloroacetic acid 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODI,5) 
tgIL 20 

96 Trichloroacetic acid 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phat hin 

(LODI,5) 
j.tg/L 200 

97 Trichloroaxetonitril 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODO,3) 
.tg/L 

98 
Tang hot d phOng xa 
alpha (s/c) 

ISO 10704 :2019; 
ISO 9696 : 2007; 
05.2-CL4/ST 7.3 

Không phát hin 
(LOD=0,03) 

13q/L 0,1 

Tong hoat dO phong xt 
beta (s/c) 

ISO 10704 : 20 19; 
ISO 9697 : 2008; 
05.2-CL4/ST 7.3 

Không phát hin 
(LOD=0,07) 

Bq/L 1,0 

Ghi chü/ Notes: 
chi có 

theo 
Itru 

GiOi hn 
tibu ducrc 

tiêu 

CHAT 

d 
gQc 

MANAGER 

gih trj trên mu thü/ The results are valid 
khbch hang yêu cAu/ Name of samples as 
mu: 5 ngày k ti's ngày trã kêt quãi' Time-limit 

phát hin /LOD: Limit of Detection. 
VILAS cong nh.n ISO/IEC 17025:2017/Items 

gui nhh thu phi.i/ (s/c): Items are tested by 

LUNG 

Tru'Ong 

only 
the client's 

subcontractor 

for testing sample. 
requirement. 

of storage: 5 days from 

were accredited by 

GIAMBOC 
DI' 

reporting date. 

VILAS (ISO/IEC 17025:2017). 

CTOR 

K& qua 
Ten mu 
Thri gian 
LOD: 
(*): Chi 
(s/c): Chi 

PHU TRACH 
QUALIT 

T1iS. HLtynh 

CONGTY 

TCHKIE'MNG 

guyn VAn Tam ThS. 

PTN dtrqc chi dinh bail Lab. designated by:  B V T  -  Ctic An tom Thsrc phinJ  Minist,y ofHealth -Agency of Food Safety;  B NN&PTNT  -  Cuc Quan ly Chat 
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CONG TY TNHH PHAN TICH K1M NGHIM VIT TIN 
VIET TIN TESTING CO.,LTD 

PTN&VPNhanmkS39ADuings4,P.BinhTrjDongB,Q.BinhTan,TP.HCM jØ) 
Laboratoly & Office: No.39A, 4th  street, Binh Tn Dong B ward, Binh Tan district, HCM city , - 
Tel: (028) 39158936, (028) 3827 7986 Fax: (028) 3824 7013 VILAS 1074 VIMCERTS 211 
Email: ktc1viettingmail.com Web: kiemnghiemviettin.com  

V içt Tin 
• KIEM CHA T L1FNG 

S/ No: 05528 23051KQ 
MA s/ Code: 2510 2305 C1Y CO'PHA'N CA'P NiJOC VNH LONG, 
MA s maul Sample code: 07439 2305 
Trang! Page: 1/6 OTi?i'J 86  

KET QUA TH NGHIM 1 Ngáy  

TESTING REPORT Chuvn  
LtftiI1dsc6  

Ten khách hang! Client : CHI NHANH CAP NUOC TRA ON 
Oja chi/Address : Ap M Lgi, xA Thin M, huyn Ira On, tinh Vinh Long 
Ngày nhin mu/ Date of receiving : 12/05/2023 Ngày phân tIch/ Date of analysis : 12/05/2023 
Ngày trä kt qua! Date of issue : 19/05/2023 
Loi mu/ Kind ofsample : Nixóc d xCr I S ltrqng mu/ Quantity of sample 01 mu 
Ten maul Name of sample : Ntrrc scIi ti rnng phãn phôi 

Dja diem Iy man: So nhà 118C , Khu 6, thj trn Trà On, huyn Trä On, 
tInh Vinh Long. 

TInh trng mu/ Slate of sample : Dirng trong can nhira 

STT/ 
No. 

CHI TIEU 
THIYNGHIEMI 

. PARAMETERS 

PHUNG PilAF 
PHAN TICHJ 

TESTING METHOD 

KET QUA! 
RESULT 

IJN V 
TINH/ 
UNiT 

QCVN 01-1: 
2018/BYT 

I Coliforms (') ISO 9308-1:2014/ 
Amd 1:2016 

Không phát hIfl 
(LODI) 

CFU/100rnL <3 

2 Escherichia coil (5)  ISO 9308-1:2014/ 
Amd 1:2016 

Khong phát hin 
(LODI) CFU/100mL <1 

3 Arsenic (As) SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Không phát hin 
(LOD=0,002) 

rng/L 0,01 

4 Clo dtr tr do (5) SMEWW 4500 Cl2  B : 2017 0,32 rng/L 
trong 

khoãng 
0,2-1,0 

5 Do duc (5) 
SMEWW 2130.B : 2017 

Khong phát hin 
(LOD=0, 15) 

NTU 2 

6 Màu sc (5) SMEWW 2120C : 2017 Không phát hin 
(LOD=3,0) TCU 

7 Mcii vi 

SOP.01-436 : 2022 
(Ref. TCVN 2653 : 1978, 
SMEWW 2150B, 2160B: 

20 17) 

Khong có 
mcii vi It 

- Không Co 

müi, vi Ia 

8 
- 

pH TCVN 6492 : 2011 7,63 - 
trong 

khoang 
6,0-8,5 

9 
Ti cAu yang 
(Staphylococcus 
aureus) (*) 

SMEWW 9213B : 2017 Khong phát hin 
(LOD=1) 

CFU/1OOIL <1 

10 
Trirc khun mci xanh 
(Pseudoinonas 
aeruginosa) (5)  

TCVN 8881 : 2011 
(ISO 16266 : 2006) 

Không phát hin 
(LOD1) 

CFU/1OoiL <1 

11 
Amoni (5)  

(NH3  vàNI-I4 tInh 
theo N) 

SMEWW 4500-NH3.B&F: 
2017 

Khong phát 1iin 
(LOD=0,023) 

mg/L 

PTh duçic chi djnh boil Lab, designated by: B Y T - Cic An toàn ThV'c phml Ministry ofHealth - Agency of Food Safety; BO NN&PTNT - Cue Quail l Chit 
hrcrng Nông Lam san và Thüy san! Ministry ofAgriculture - National Agro — Forestry - Fisheries Quality Assurance Department. 
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 Viçt 
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Tin 
LL?9'NG 

CONG TV TNHH PHAN TICH KIEM NGHIM VIT TIN 
VIET TIN TESTING CO., LTD 

___ Nhnmu:S39A,Dthngs4,P.BinhTrjDongB,Q.BinhTan,TP.HCM iLi 
Laboratory & Office: No.39A, 4" street, Binh Tn Dong B ward, Binh Tan district, HCM city ,, 
Tel: (028) 39158936, (028) 3827 7986 Fax: (028) 3824 7013 VIL4 1074 VIMCERTS 211 

Email: ktclviettingmail.com Web: kiemnghiemviettin.com  

S/ No: 05528 2305/KQ 
MA s/ Code: 2510 2305 
MA so mu/ Sample code: 07439 2305 
Trang/ Page: 2/6 

KET QUA TH1 NGHIM 
TESTING REPORT 

STT/ 
No. 

CHI TIEU 
THUNGHIEMJ 
PARAMETERS 

PHffi1NG PHAP 
PHAN TICH/ 

TESTING METHOD 

KET QUA! 
RESULT 

DN VI 
TINH/ 
UNIT 

QCVN 01-1: 
2018/BYT 

12 Antimon (Sb) 
SMEWW 3030 A,E : 2017 

SMEWW 3113 B : 2017 
Không phát hin 

(LODO,002) 0,02 

13 Bari(Ba) 
SMEWW 3030 A,E  :  2017 
SMEWW3III B:2017 

Khong phát hin 
(L0D0,1) 

rng/L 0,7 

14 
Bor (B) (*) (tInh chung 
cho Ca Borat và axit 
Boric (B)) 

SMEWW 4500 (B) B : 2017 
Không phát hin 

(LOD=0,058) 
rng/L 0,3 

15 Cadimi (Cd) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B :2017 

Không phát hin 
(LODO,0002) 

mglL 0,003 

16 Chi (Plumbum)(Pb) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Khong phát hin 
(LODO,002) 

mg/L 0,01 

17 Clii s Pecrnanganat (") TCVN 6186: 1996 
Không phát hin 

(LOD=0,25) mg02/L 2 

18 Chloride (C1)(*) SMEWW4500C1 B :2017 35,7 nig/L 250 

19 Chromi (Cr) 
SMEWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Khong phát hin 
(LODO,002) 

mg/L 0,05 

20 Dông (Cuprum) (Cu) (*) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B :2017 

Không phát hin 
(LODO,03) 

mg/L 1 

21 
DO cfrng, tInh theo 
CaCO3 (*) 

SMEWW 2340 C : 2017 104 mg CaCO3/L 300 

22 Fluor (F) (*) SMEWW 4500 (F-) B,D : 2017 
Không phát hin 

(LOD=0,08) 
mglL 1,5 

23 Kern (Zincum) (Zn) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Không phát hin 
(LOD=0,03) 

mg/L 2 

24 Mangan (Mn) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Khong phat hin 
(LOD=0,03) 

mg/L 0,1 

25 Natri (Na) (") SMEWW 3500 (Na) B : 2017 13,9 mg/L 200 

26 
Nhôm (Aluminium) 
(Al) 

SMEWW 3500 (Al) B : 2017 
Không phát hin 

(LOD=0,02) 
i/L 0,2 

27 Nickel (Ni) (') 
SMFWW 3030 A,E : 2017 
SMEWW 3113 B : 2017 

Không phát hiOn 
(LOD=0,002) 

mg/L 0,07 

28 
Nitrat (NO3tInh theo 

SMEWW 4500 (NO3)-E : 2017 0,16 mg/L 2 

79 
- 

Nitrit (NO2-  tInh theo 
N) (*) TCVN 6178: 1996 

Khong phát hin 
(LOD=0,01) 

mglL 0,05 

30 Sat (Ferrurn) (Fe) 
SMEWW 3030 A,E : 2017 
SMEWW 3111 B : 2017 

Khong phát hin 
(LODO,03) 

mg/L 0,3 

'I ii Seleni (Se) SMEWW 3030 A,E : 2017 
SMEWW 3113 B :2017 

Không phát hin 
(LODO,002) 

rng/L 0,01 

PTN ducxc chi djnh biI Lab, designated by: B Y T  -  Cyc An tom Thur phm! Ministry ofHealth - Agency ofFood Safety; BO NN&PTNT - Ctic Quin  1  Cbt 
hrQ'ng Nong Lam sin vl Thuy sin! Ministry ofAgricullure .. National Agro — Forestry - Fisheries Quality Assurance Department. 
No. Document: QTCL-13/BMO2 SI! KHA'C RIFT TYH TLUQNGDJcH VII  vA CHUYEN MON 
Version: 08 MAKING DIFFERENCES FR OM QUALITY OF SER VICESAND KNOWLEDGE 
Date of issue: 1811012022 



Viet 
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Tin 
LU'NG 

CONG TY TNHII PHAN TICH IUEM NGHIM VIET TIN 
VIET TIN TESTING CO.,LTD 

PTN & VP Nhãn mu: S 39A, Dithng st 4, P.Binh Trj Bong B, Q.Binh Tan, TP. HCM 
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$ 
VIL.AS 1074 VINCERTS 211 

S6/ No: 05528 2305/KQ 
Mã.s/ Code: 2510 2305 
Ma s6 mu/ Sample code: 07439 2305 
Trang/ Page: 3/6 

KET QUA THU' NGHIM 
TESTING REPORT 

STT/ 
No. 

CHI TIEU 
THU' NGHIM/ 
PARAMETERS 

PHUONG PHAP 
PHAN TICH/ 

TESTING METHOD 

KET QUA! 
RESULT 

DON V! 
TINH/ 
UNIT 

QCVN 01-1: 
2018/BYT 

32 Sunphat SMEWW 4500 (SO42-) E : 2017 5,44 mg/L 250 

33 Sunfua EPA 376.2 : 2003 
Không phát hin 

(LOD=0,0 1) 
mg/L 0,05 

34 
ThUy ngân 
(I-lydrarg,yrum) (Hg) (') 

SMEWW 3112 (Hg) B : 2017 
Không phát hin 
(LOD=0,000 15) 

mgfL 0,001 

Tong chat rn hoà tan 
(TDS) (') 

SMEWW 2540.0 : 2017 149 mg/L 1000 

36 Xyanua (CN)(')  TCVN 6181 1996 
Không phát hin 

(LOD=0,003) 
rng/L 0,05 

37 1,1,1 —Tricloroetan 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO, 15) 
ig/L 2000 

38 1,2 Dicloroetan 
SOP.01-364 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LOD=0,15) 
tg/L 30 

39 l,2Dicloroeten 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
j.tg/L 50 

40 Cacbontetraclorua 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tgIL 2 

41 Diclorometan 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Khong phát hin 

(LODO,15) 
tg/L 20 

42 Tetracloroeten 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Khong phát hin 

(LODO, 15) 
jLg/L 40 

43 Tricloroeten 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
jtg/L 20 

44 Vinyl clorua 
SOP.01-364 : 2022 

(Ref. EPA Method 524.2) 
Khong phát hin 

(LOD=0,15) 
0,3 

45 Benzene 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
jig/L 10 

46 Etylbenzen 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tg/L 300 

47 
Phenol và dn xuât cüa 
Phenol ' 

SOP.01-356 2022 
(Ref. USA EPA 3510 & 

USA EPA 8270D) 

Khong phát hin 
(LOD=0,3) 

1 

48 Styren 
SOP.01-367 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tg/L 20 

49 Toluen 
SOP.01-367 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
j.iglL 700 

50 Xylen 
SOP.01-367 2022 

(Ref. EPA Method 524.2) 
Khong phát hin 

(LODO,15) 
.tg/L 500 

PTN dirqc chi djnh b/u] Lab, designated by:  B Y T - Cyc An toàn Thtrc phâmlMinist,y of Health -Agency of Food Safety; BO NN&PTNT - Cc Quãn J Chit 
lirç'ng Nông Lam san và Thüy san! Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department. 
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CONG TY TNHH PHAN TICH IUEM NGHIM VIT TIN 
Cc

/_\ VIET  TIN TESTING CO., LTD

Ø.  
hn mu: S 39A, DuOng S6 4, P.Binh Tn Bong B, Q.Binh Tan, TP. HCM ___ 

Laboratoiy & Office: No.39A, 4l  street, Binh Tn Dong B ward, Binh Tan district, HCM city 
Tel: (028) 39158936, (028) 3827 7986 Fax: (028) 3824 7013 VILAS 1074  VIMCERTS 211 

Email: ktclviettingmail.com Web: kiemnghiemviettin.com  

S6/ No: 05528 2305/KQ 
MA s6/ Code: 2510 2305 
MA s6 mu/ Sample code: 07439 2305 
Trang/ Page: 4/6 

KET QUA THL' NGHIM 
TESTING REPORT 

STT/ 
No. 

CIII TIEU 
TH1 NGHIM1 
PARAMETERS 

PHU'ONG PHAP 
PHAN TICH/ 

TESTING METHOD 

KET QUA! 
RESULT 

oo v 
TINH/ 
UNIT 

QCVN 01-1: 
2018/BYT 

5 1 1,2 — Diclorobenzen 
SOP.0 1-365 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LOD=0, 15) 1gIL 1000 

52 Monoclorobenzen 
SOP.0 1-365 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) tg/L 300 

53 lriclorobenzen 
SOP.0 1-365 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO,15) 
tg/L 20 

54 Acrylamide 
SOP.01-369 : 2022 

(Ref. US EPA Method 8032A 
2016) 

Không phát Iiin 
(LOD=0, 15) 0,5 

55 Epiclohydrin 
SOP.01-366 : 2022 

(Ref. EPA Method 524.2) 
Khong phát hin 

(LODO,1) 0,4 

56 Hexacloro butadien 
SOP.0 1-366 : 2022 

(Ref. EPA Method 524.2) 
Không phát hin 

(LODO, 15) 
tg/L 0,6 

57 
1,2 - Dibromo - 3 
Cloropropan 

SOP.0 1-394 : 2022 
(Ref. USA EPA 8270D) 

Không phát hin 
(LODO, 15) 

tg/L 1 

58 1,2—Dicloropropan 
SOP.0 1-370 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LOD=0,15) tg/L 40 

59 1,3 — Dicloropropen 
SOP.01-370 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LOD=0, 15) 
j.tg/L 20 

60 2,4—D 
SOP.01-371 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,015) 
1gIL 30 

61 2,4-DB 
SOP.01-371 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,015) 
.tg/L 90 

62 Alachlor 
SOP.01-370 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO, 15) 
j,tg/L 20 

63 Aldicarb (S) SOP.01-371 : 2022 
(Ref. USA EPA 8270D) 

Không phát hin 
(LODO,015) 

p.g/L 10 

64 
Atrazine vã các dn 
xuât chloro-s-triazine 

SOP.0 1-395 : 2022 
(Ref. USA EPA 8270D) 

Không phát hin 
(LODO,15) 100 

65 Carbofuran 
SOP.01-371 : 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LODO,015) 
.tg/L 5 

66 Chlorpyrifos 
SOP.01-396 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LOD=0,15) 30 

67 Clodane (*) 
SOP.0 1-370 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,15) 
ig/L 0,2 

6 Clorotoluron 
SOP.0 1-394 : 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LODO,15) 
tg/L 30 

69 Cyanazine 
SOP.0 1-395 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO, 15) 
j.tg/L 0,6 
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VILAS 1074 V1MCERTS 211 

Stil No: 05528 2305/KQ 
Ma s6/ Code: 2510 2305 
M s mu/ Sample code: 07439 2305 
Trang! Page: 5/6 

KET QUA THIJ' NGHIM 
TESTING REPORT 

STT/ 
No. 

CHI TIEU 
TH1NGHIMJ 
PARAMETERS 

PHU'NG PHAP 
PHAN TICH/ 

TESTING METHOD 

KET QUA! 
RESULT 

DON V 
TINH/ 
UNIT 

QCVN 01-1: 
2018/BYT 

70 
DDT vâ cãc dn xuAt SOP.0 1-370 : 2022 

(Ref. USA EPA 8270D) 
Khong phát hin 

(LOD=0,15) 1 

71 UP1I.]j, 
5' I I 

- ' : 
Không phát hin 

(LOD=O,015) 100 

72 • ksatsi. 
I' $ . I 

•I,1I 
Khong phát hin 

(LOD=0,15) 

73 Ii tt 
5' I * I 

- ' : ¶JS)_ 
Không phát hin 

(LOD=0,15) 200 

74 
5 • I . I 

P. I lI 
Không phát hin 

(LOD=0,15) 9 

75 I&SilI 
5 • I I 

- $l5 
Không phát hin 

(LOD=0,015) 2 

76 
5' I I 

- ' : 
Khôngpháthin 

(LOD=0,015) 10 

77 FLsrsxt'LMi1rs] 
S I I I 

': I 
Khong phát hin 

(LOD=0,15) 20 

78 • fl1hiTi S' I ' I 
- • : •I,)i 

Không phát hin 
LOD=0,15 

A. 6 

UTflfTflhu. 
SOP.01-396 : 2022 

(Ref. USA EPA 8270D) 
Không phát hin 

(LODO,15) 20 

:1 • TT' 
SOP.0 1-209 : 2020 
(Ref. EPA 8270D, 

EPA 3510, EPA 3620) 

Không phát hin 
(LOD=0, 1) 20 

SOP.01-371 : 2022 
(Ref. USA EPA 8270DJ 

Không phát hin 
(LODO,015) 

_____________ 20 

SOP.01-395 : 2022 
(Ref. USA EPA 8270D) 

Khong phát hin 
(LODO,15) 2 

1IIl1IT1h, SOP.01-396 : 2022 
(Ref. USA EPA 8270D) 

Không phát hin 
(LODO,15) jg4_ 20 

:a 
SOP.01-368 :2022 

(Ref. EPA Method 515.4) 
Khôngphathin 

(LODI,5) 200 

85 Brornat 
TCVN 9243 : 2012 
(ISO 15061 : 2001) 

Không phát hin 
(L0D2,0) 10 

86 Brornodichoromethane 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Khong phát hin 

(LODI,5) 
tg/L 60 

87 Bromoform 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODI,5) 100 

88 Chloroform 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LOD=1,5) tgIL 300 
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LL1NG 

CONG TY TNRH PHAN TICH KIEM NGHIM VIET TIN 
VIET TIN TESTING CO.,LTD 

PTh & VP Nhân m.u: S 39A, Duông s 4, P.Binh Tq Dong B, Q.Binh Tan, TP. HCM i1üiJ 
Laboratory & Office: No.39A, 4 street, Binh Tn Dong B ward, Binh Tan district, HCM city 
Tel: (028) 39158936, (028) 3827 7986 Fax: (028) 3824 7013 VILAS 1074 

Email: ktclviettingmai1.com Web: kiemnghiemviettm.com  

(4r 
VIMCERTS 211 

So! No: 05528 2305/KQ 
MA sI Code: 2510 2305 
MA s mu/ Sample code: 07439 2305 
Trang! Page: 6/6 

KET QUA THU NGHIM 
TESTING REPORT 

STT/ 
No. 

CHI TIEU 
THNGHIM/ 
PARAMETERS 

PHUNG PHAP 
PHAN TICH/ 

TESTING METHOD 

KET QUA! 
RESULT 

ooN VI 
TINH/ 
UNIT 

QCVN 01-1: 
2018/BYT 

89 Dibromoacetonitrile 
SOP.O1-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODI,5) 
/L 70 

90 Dibromocloromethane 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODI,5) 
j.tg/L 100 

91 Dicloroacetonitrile 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(L0D1,5) 
tg/L 20 

92 Dicloroacetic acid 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Không phát hin 

(LODI,5) 
tgIL 50 

93 Formaldehyde Ref. AOAC 931.08 
Khong phát hin 

(LOD=o,5) 
900 

94 Monochloramine TCVN 6225-2 : 2012 
Khong phát hin 

(LOD=0,0 1) 
mg/L 3,0 

95 Monochloroacetic acid 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Khong phát hin 

(LOD1,5) 
j.tg/L 20 

96 Trichloroacetic acid 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Khong phãt hin 

(LODI,5) 
.tg/L 200./ 

97 Trichloroaxetonitril 
SOP.01-368 : 2022 

(Ref. EPA Method 515.4) 
Khong phát hin 

(LOD=0,3) 
.tg/L 1 

98 
Tng hot d phóng xa 
alpha (S/c) 

ISO 10704 :2019; 
ISO 9696 : 2007; 
05.2-CL4/ST 7.3 

Không phát hin 
(LOD=0,03) 

0,1 

Tong boat  d phOng xa 
beta  (sk) 

ISO 10704 :2019; 
ISO 9697 : 2008; 
05.2-CL4/ST 7.3 

Khong phát hin 
(LOD=0,07) 

Bq/L 1,0 

Ghi chiil Notes: K& qua chi có giá trl trën mu then The results are valid only for testing sample. 
Ten mu theo khhch hang ybu cAu/ Name of samples as the client's requirement. 
Thii gian luu mu: 5 ngày k tin ngày trã kêt quã/ Tune-limit ofstorage: 5 days from reporting date. 
LOD: Gii htn phát hin /LOD: Limit of Detection. 
(*): Chi tiëu dw7c VILAS cong nhn ISO/IEC 17025:2017/Items were accredited by V/LAS (ISO/IEC 17025:2017). 
(s/c): Chi tiëu gin nhã thu phii/ (s/c): Items are tested by subcont,'actor 

PHU TRACH CHAT LUNG 
QUALIT MANAGER 

I 

/7 
* 

iAivi oOc 
CONOJY RECTOR 

TNFIH 
PHAN  T1CH kIEM NGHIE II 

I 
ThS. Huyn NgQc Trtrrng ThS. guyên Van Tam 
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