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Dia chi : &p My Loi, x& Thién My, huyén Tra On, tinh Vinh Long
Nguoi ldy mau : Vuong Ngoc Hai
Dia diém Iy mAu : tai chi nhanh cp nude
Ngay ldy mau  :09/08/2023
Tén miu : Nuéc sach S178
Luong mau : 1dv x 2lit, 1dv x 500ml
Ngay nhan mau  :09/08/2023
Tinh trang miu : Bung trong binh nhya va chai thuy tinh
KET QUA KIEM NGHIEM
Stt Chi tiéu Phuong phap Két qua Tiéu chuan | .5 nljﬁﬁgﬁiem
1 |Clo du (do tai hién trudng) HACH (DPD Free Chlorine) 0,7 mg/L 0,2 - 1,0 mg/L 09/08/2023
2 |Mau séc SMEWW 2017-2120 C <5TCU <15 TCU 09/08/2023
3 |Mui vi Cam quan Khéng cé mui vi la | Khong c6é mui vi la | 09/08/2023
4 \pH TCVN 6492-2011 6,86 6,0 - 8,5 09/08/2023
5 |Po duc SMEWW 2130 B:2017(*) fgg“f_ gf‘ﬁ }13% <2NTU 09/08/2023
6 |Coliform téng cong TCVN 6187-1:2019(*) <1 CFU/100 mL <3 CFU/100 mL | 09/08/2023
7 |E.coli TCVN 6187-1:2019(*) <1 CFU/100 mL <1 CFU/100 mL | 09/08/2023
Cha thich:

- (*): Phép thir da dugc cong nhén phu hop theo tiéu chuén ISO/IEC 17025:2017.
- <1 CFU/100 mL: Pugc xem nhu 1a khong phat hién.

- Tham chiéu Quy chuan k¥ :chuét qudc gia vé chit luong nudc sach sir dung cho muyc dich sinh hoat
QCVN 01-1:2018/BYT do B Y t€ ban hanh.

- Két qua nay chi cé gid tri trén mau kiém nghiém.

V TRUONG KHOA XN-CPHA-TDCN

BM.7.8.6 D/C: S6 24, Hing Vuong, phudng 1, TP.Vinh Long, tinh Vinh Long.
BH.05 (05/02/2021) PT: (070) 3822431 - Fax: (070) 3831074 - Email:xetnghiemdpvl@gmail.com Trang: 1 /1
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. = Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM city ’ﬁ/\\ <
KIEM TRA CHAT LUONG | Tel: (028) 39158936, (028) 3827 7986 Fax: (028) 3824 7013 V.L:E;"Tm \,.:.ZV,::ZN
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

S8/ No: 10409 2308A/KQ

Ma s/ Code: 4623 2308

Ma sé mau/ Sample code: 14264 2308
Trang/ Page: 1/ 1

KET QUA THU NGHIEM
TESTING REPORT

Tén khich hang/ Client : CHI NHANH CAP NUGC TRA ON
Pia chi/ Address :  4p My Loi, xa Thién M§, huyén Tra On, tinh Vinh Long
Ngay nh@n,m?lu/ Date of receiving ¢ 09/08/2023 Ngay phan tich/ Date of analysis ¢ 09/08/2023
Ngay tra két qua/ Date of issue ¢ 16/08/2023 . .
Loai miu/ Kind of sample ¢ Nudc da xu ly So lumlg mau/ Quantity of sample : 01 mau
Tén miu/ Name of sample : Nudc sach tai mang phan phdi

Dia diém lay miu: S6 nha 52/3, Puong D6 Chiéu, Thi trin Tra On,
huyén Tra On , tinh Vinh Long .

Tinh trang miu/ State of sample :  Mau dyng trong chai nhya
CHI TIEU PHUONG PHAP - : PON VI
S;T/ THU NGHIEM/ PHAN TiCH/ KI:EETSSEf TiNH/ QZ%}I;];’;TI
* | PARAMETERS TESTING METHOD UNIT
. : 1SO 9308-1:2014/ Khéng phét hién
) >
1 Coliforms Amd 1:2016 (LOD=1) CFU/100mL <3
. 1SO 9308-1:2014/ Khéng phat hién
*) v
2 Escherichia coli Amd 1:2016 (LOD=1) CFU/100mL <1
3| Clodutydo® SMEWW 4500 Cl, B : 2017 0,50 mgl, | TORE Khoane
4 | Poduc® SMEWW 2130.B : 2017 0,30 NTU 2
o Khong phét hién
*) 4 3
5 | Mau sic SMEWW 2120C : 2017 (LOD=3.0) TCU 15
SOP.01-436 : 2022 Sy e ofi nuiit
6 | Muivi (Ref. TCVN 2653 : 1978, i = - - bl
SMEWW 2150B, 2160B : 2017) st M5
N trong khoang
(*) . -
7 | pH TCVN 6492 : 2011 6,91 6.0.8.5

Ghi cht/ Notes: Két qua chi co gié trj trén mau thi/ The results are valid only for testing sample.
Tén miu theo khach hang yéu cdu/ Name of samples as the client’s requirement.
Thoi gian luu mau: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Giéi han phat hién / LOD: Limit of Detection.
(*): Chi tiéu dugc VILAS cong nhan ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017).
(s/c): Chi tiéu gtri nha thau phu/ (s/c): Items are tested by subcontractor
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PTN dquAc chi Qinh boi/ Lab. designated by: By Y Té - Cuc An toan Thue pham/ Ministry of Health - Agency of Food Safety; Bo NN&PTNT - Cuc Quin Iy Chit
lwgng Nong Lam sin va Thily san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department.
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S8/ No: 10410 2308A/KQ
Mi s6/ Code: 4623 2308
Ma s6 mau/ Sample code: 14265 2308

Trang/ Page: 1/ 1 i
KET QUA THU NGHIEM
TESTING REPORT
Tén khich hang/ Client : CHINHANH CAP NUGC TRA ON
Dia chi/ Address :  ap My Loi, xa Thién My, huyén Tra On, tinh Vinh Long
Ngay nhéjn’mﬁu/ Date of receiving : 09/08/2023 Ngay phan tich/ Date of analysis : 09/08/2023
Ngay tra két qua/ Date of issue : 16/08/2023 - . 3
Loai m_§u/ Kind of sample ¢ Nudcdaxuly S0 lwgng mau/ Quantity of sample : 01 mau
Tén mau/ Name of sample : Nuéc sach tai mang phén phoi .
Pia diém Iéy maiu: S6 nha 66, Puong Phan Thanh Giin, thi trin Tra On,
_ huyén Tra On, tinh Vinh Long .
Tinh trang mau/ State of sample :  Mau dung trong chai nhya
STT/ C'HI TIEl} PHU QNG ’PHAP KET QUA/ DQ’N \! QCVN 01-1:
N, THU NGHIEM/ PHAN TICH/ RESULT TINH/ 2018/BYT
e PARAMETERS TESTING METHOD UNIT
; - ISO 9308-1:2014/ Khong phét hién
*) s
1 Coliforms Amd 1:2016 (LOD=1) CFU/100mL <3
, i o ISO 9308-1:2014/ Khdng phét hién
*) >
2 Escherichia coli Amd 1 :2016 (LOD=1) CFU/100mL <1
3 | Clodutuydo® SMEWW 4500 Cl> B : 2017 0,40 mg/L tr°'(‘)g2‘_‘;“(’)““g
4 Do duc SMEWW 2130.B : 2017 0,24 NTU 2
L L Khong phét hién
*) : s
5 Mau sac SMEWW 2120C : 2017 (LOD=3.0) TCU 15
SOP.01-436 : 2022 o ) A .
6 | Muivi (Ref. TCVN 2653 : 1978, I;hu‘;"ﬁ ‘]’: - ﬁ‘l‘l‘:"fl f;’
SMEWW 2150B, 2160B : 2017) t i
. trong khoang
*) . -
7 pH TCVN 6492 : 2011 6,93 6,0-8,5

Ghi chi/ Notes: Két qua chi c6 gia trj trén mau thtt/ The results are valid only for testing sample.
Tén mu theo khach hang yéu cau/ Name of samples as the client’s requirement.
Thoi gian luu mau: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Gi6i han phét hién / LOD: Limit of Detection. '
(*): Chi tiéu dugc VILAS cong nhan ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017).
(s/c): Chi tiéu guri nha thau phu/ (s/c): Items are tested by subcontractor
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PTN duoc chi dinh boi/ Lab. designated by: B§ Y Té - Cuc An toan Thuwe pham/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cuc Quan Iy Chét
lrgng Nong Lam san va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department.
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