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Dia chi : S6 02 dudng Hung Pao Vuong, Phuong 1, TP. Vinh Long, tinh Vinh Long

Nguoi ldy mau : Vuong Ngoc Hai

Dia diém ldy mau : tai nha may nudc

Ngay lday mau  : 12/09/2023

Tén mau : Nuée sach S205

Luong mau . 1dv x 2lit, 1dv x 500ml

Ngay nhan mau  :12/09/2023

Tinh trangmiu  : Pung trong binh nhua va chai thuy tinh

KET QUA KIEM NGHIEM

Stt Chi tidu Phuong phip Két qua Tiéu chuin kié.:ﬁgiem
1 |Clo du (do tai hién truong) HACH (DPD Free Chlorine) 0,8 mg/L 0,2-1,0 mg/L 12/09/2023
2 |Mau sic SMEWW 2017-2120 C <5TCU <15TCU 12/09/2023 |
3 |Mui vi Cam quan Khoéng c6é mui vi la | Khong ¢6 mui vi la | 12/09/2023
4 |pH TCVN 6492-2011 7,31 6,0 - 8,5 12/09/2023A
5 [P duc SMEWW 2130 B:2017(*) fgg"f gf‘g 2}% <2NTU 12/09/2023
6 |Coliform téng cong TCVN 6187-1:2019(*) <1 CFU/100 mL <3 CFU/100 mL 12/09/2023
7 |E.coli TCVN 6187-1:2019(*) <1 CFU/100 mL <1 CFU/100 mL 12/09/2023
Chu thich:

- (*): Phép thir da dugc cong nhéan phi hop theo tiéu chun ISO/IEC 17025:2017.
- <1 CFU/100 mL: Pugc xem nhu 1a khong phét hién.

- Tham chiéu Quy chuén k}”/'thuét quéc gia vé chét lugng nude sach sir dung cho muc dich sinh hoat
QCVN 01-1:2018/BYT do B Y t€ ban hanh.

- Keét qua nay chi co gia tri trén mau kiém nghiém.

F TRUONG KHOA XN-CPHA-TDCN

KS. ]

BM.7.8.6
BH.05 (05/02/2021)

D/C: S6 24, Hing Vuong, phudng 1, TP. Vnh Long, tmh th Long
DT: (070) 3822431 - Fax: (070) 3831074 - Email:xetnghiemdpvl@gmail.com

Trang: 1 /1
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Laboratory & Office: No.39A, 4" street, Binh Tri Dong B ward, Binh Tan district, HCM city 1‘////§\\‘
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KIEM TRA CHATLUONG | Tel: (028) 39158936, (028) 3827 7986 Fax: (028) 3824 7013 = v.LTs"Tou VIMCERTS 211
Email: ktclviettin@gmail.com Web: kiemnghiemviettin.com

S6/ No: 12193 2309A/KQ

Ma s6/ Code: 54252309

Ma sé mau/ Sample code: 16591 2309
Trang/ Page: 1/ 1

KET QUA THU NGHIEM

TESTING REPORT
Tén khich hang/ Client : NHA MAY NUGC HUNG PAO VUONG
Dia chi/ Address : S62, duong Hung Pao Vuong, phuong 1, TP. Vinh Long, tinh Vinh Long
Ngay nhin miu/ Date of receiving : 12/09/2023 Ngay phan tich/ Date of analysis ¢ 12/09/2023
Ngay tra Kkét qua/ Date of issue : 18/09/2023
Loai mav/ Kind of sample :  Nudc da xir ly S6 lwgng mAu/ Quantity of sample : 01 miu
Tén mau/ Name of sample :  Nudc sach tai mang phéin phéi

Dia diém 1dy mAu: S6 nha 39/15A, Duong Ong Phi, Phuong 4,
TP. Vinh Long , tinh Vinh Long .

Tinh trang mau/ State of sample :  Dung trong chai nhya
STT/ e L EHOSRE LI & KET QUA/ DONVE | QcvN o1-1:
N, THU NGHIEM/ PHAN TICH/ RESULT TINH/ 2018/BYT
0' PARAMETERS TESTING METHOD UNIT
: * ISO 9308-1:2014/
*
1 Coliforms Amd 1:2016 <1 CFU/100mL <3
ISO 9308-1:2014/
. . . 5 . (*)
2 Escherichia coli Amd 1:2016 <l CFU/100mL <1
3| Clodutydo® SMEWW 4500 Cl, B : 2017 0,49 T
4 Do duc ® SMEWW 2130.B : 2017 0,52 NTU 2
s L Khéng phét hién
(%) o 5
5 Mau sac SMEWW 2120C : 2017 (LOD=3) TCU 15
SOP.01-436 : 2022 . , " .
6 | Miivi (Ref. TCVN 2653 : 1978, ﬁhﬁ‘zn\ﬁ = ; ':l'l‘l‘:“‘ﬁ e
SMEWW 2150B, 2160B : 2017) t s VL
x trong khoang
(&3] . =
7 pH TCVN 6492 : 2011 6,85 6.0-8,5

Ghi chi/ Notes: Két qua chi co gia tri trén mau thi/ The results are valid only for testing sample.
Tén méu theo khach hang yéu cAuw/ Name of samples as the client’s requirement.
Thoi gian luu mau: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 3 days from reporting date.
LOD: Gidi han phat hién / LOD: Limit of Detection.
(*): Chi tiéu dugc VILAS cong nhan ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017).
(s/c): Chi tiéu guri nha thau phu/ (s/c): Items are tested by subcontractor

PHU TRACH CHAT LUQN
QUALITY MANAGE

ThS. Huynh Ngoc Trudéng

PTI‘\I dugc chi dinh boi/ Lab. designated by: By Y Té - Cuc An toan Thuwe phim/ Ministry of Health - Agency of Food Safety; B¢ NN&PTNT - Cuc Quin Iy
Chit lwgng Nong Lam sin va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department, Bd Céong Thwong —
Ministry of Industry and Trade of The Socialist Republic of Vietnam.

No. Document: QTCL-13/BM02 SUKHAC BIET TU CHAT LUQNG DICH VU VA CHUYEN MON
Version: 09 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE
Date of issue: 18/08/2023
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VIMCERTS 211

S8/ No: 12194 2309A/KQ

Ma sb/ Code: 5425 2309

Mai s6 mau/ Sample code: 16592 2309
Trang/ Page: 1/ 1

KET QUA THU NGHIEM
TESTING REPORT

Tén khach hang/ Client : NHA MAY NUGC HUNG PAO VUONG

Dia chi/ Address : S 2, dudng Hung Pao Vuong, phuong 1, TP. Vinh Long, tinh Vinh Long
Ngay nhan miu/ Date of receiving : 12/09/2023 Ngay phan tich/ Date of analysis : 12/09/2023
Ngay tra két qua/ Date of issue : 18/09/2023

Loai maw/ Kind of sample :  Nudc da xir ly S6 lwong mau/ Quantity of sample : 01 mau
Tén méu/ Name of sample :  Nude sach tai mang phan phoi

Dia diém liy mAu: Tai tram ting 4p Long Ho: to 32, 4p Long Thuan B,
xa Long Phuéc, huyén Long Ho, tinh Vinh Long

Tinh trang miu/ State of sample :  Dung trong chai nhua
gry| S THIIING ESs b kKiTQua/ | PONVE | gcvywot-1:
Vo, | THUNGHIEM/ PHAN TiCH/ purnl. et TINH/ S LRTT
" | PARAMETERS TESTING METHOD UNIT
: 1SO 9308-1:2014/
™ *
1 Coliforms Amd 1:2016 <1 CFU/100mL <3
1SO 9308-1:2014/
o . . . (‘)
2 Escherichia coli Amd 1:2016 <1 CFU/100mL <1
3 | Clodutudo® SMEWW 4500 Cl, B : 2017 0,79 mg/L "‘"(‘]gz'_‘i"(’)a“g
4 | Poduc® SMEWW 2130.B : 2017 0,46 NTU 2
. OF Khong phat hién
*) . .
5 | Mau séc SMEWW 2120C : 2017 (LOD3) TCU 15
SOP.01-436 : 2022 . L
6 | Miivi (Ref. TCVN 2653 : 1978, Km*:l‘:r‘vgl °0 ; 1;‘::"& e
SMEWW 2150B, 2160B : 2017) 1 S
7 | pH® TCVN 6492 : 2011 6,80 . e

Ghi chi/ Notes: Két qua chi c6 gia tri trén mau thi/ The results are valid only for testing sample.
Tén miu theo khach hang yéu ciu/ Name of samples as the client’s requirement.
Thoi gian lru miu: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Gi6i han phat hién / LOD: Limit of Detection.
(*): Chi tiéu dugc VILAS cdng nhan ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017).
(s/c): Chi tiéu gtri nha thau phu/ (s/c): Items are tested by subcontractor
PHU TRACH CHAT LUQN GIAM POC
QUALITY MANAGER

ThS. Huynh Ngoc Truéng > HOP INguy®n Vin Tam

PT&I duoc chi dinh bdi/ Lab. designated by: B Y Té - Cuc An toan Thue phim/ Ministry of Health - Agency of Food Safety; B§ NN&PTNT - Cuc Quan ly
Chat lwgng Nong Lam san va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department, B) Cong Thwong —
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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