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Tean pagt: /1316 [0...
VIR Ngdy: OF4LL. Zg
Chuyén:...... QLLL......... |

énykhdehihang/ Client ... !
Dia ddress

KET QUA THU NGHIEM

TESTING REPORT

CHI NHANH CAP NUGC CAI NGANG
Ap 8, xd My Loc, huyén Tam Binh, tinh Vinh Long.

Ngay nhan mAu/ Date of receiving 23/10/2023 Ngay phan tich/ Date of analysis 23/10/2023
Ngay tra ket qué/ Date of issue 30/10/2023 3 .
Loai mau/ Kind of sample Nudcdaxwly SO luwgng mau/ Quantity of sample 01 mau
Tén mau/ Name of sample Nuée sach tai be chira
Dia diém lay miu : tai Chi nhanh cap nudc Cai Ngang
Tinh trang mau/ State of sample Dung trong chai nhya
I i A P £ 4 ra
sTay | o SHL TR FHTONG PHAL KET QUA/ | PON VITINH/ | QCVN 01-1:
No. | THUNGHIEM/ FHAN TIC L RESULT UNIT 2018/BYT
e PARAMETERS TESTING METHOD
. 1SO 9308-1:2014/
*) ”
1 Coliforms Amd 1:2016 <1 CFU/100mL <3
ISO 9308-1:2014/
- . 2 . (t) n
2 Escherichia coli Amd 1:2016 <l CFU/100mL <1
3 | Clodutudo®™ SMEWW 4500 Cl, B : 2017 0,99 mg/L ""'(‘)gzl_‘:“(’)a"g
4 Do duc SMEWW 2130.B : 2017 0,48 NTU 2
.. Khong phét hién
*) 2 =
5 Mau sac SMEWW 2120C : 2017 (LOD=3) TCU 15
SOP.01-436 : 2022 Chbns ob Kho .
6 | Maivi (Ref. TCVN 2653 : 1978, = v% » - ml‘linvgi f;’
SMEWW 2150B, 2160B : 2017) T )RR
. trong khoang
*) . .
7 pH TCVN 6492 : 2011 6,98 6.0-8.5

Két qua chi ¢6 gia trj trén mau thi/ The results are valid only for testing sample.

Tén mau theo khach hang yéu cAu/ Name of samples as the client’s requirement.

Thoi gian luu mau: 5 ngay ké tir ngay tra két qua/ Time-limit of stor age: 5 days from reporting date.

LOD: Gi6i han phat hién / LOD: Limit of Detection. Két qua dugc biéu thi < 1, < 10 CFU/don vj tinh khi khéng c6
khuan lac moc trén dia/ The expression of results is less than | or less than 10 C FU/unit when the dish contains no
colonies.

(*): Chi tiéu dugc VILAS cong nhén ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017).
(s/c): Chi tiéu giri nha thau phy/ (s/c): ltems are tested by subcontractor

Ghi chi/ Notes:

GIAM POC
DIRECTOR

PHU TRACH CHAT LUQNG
QUALITY MANAGER

ThS. Huynh Ngoc Trudng

PTN dugc chi dinh boi/ Lab. designated by: B§ Y Té - Cuc An toan Thue pham/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cuc Quén ly
Chit lwgng Nong Lam sin va Thiy sin/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department, B9 Céng Thwong —
_Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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S6/ No: 14662 2310A/KQ

Ma sb/ Code: 6540 2310

Ma sb méiu/ Sample code: 20722 2310
Trang/ Page: 1/1

KET QUA THU NGHIEM
TESTING REPORT

Tén khach hang/ Client : CHINHANH CAP NUGC CAI NGANG

Dia chi/ Address :  Ap 8, xa My Loc, huyén Tam Binh, tinh Vinh Long.

Ngay nhin mau/ Date of receiving : 23/10/2023 Ngay phan tich/ Date of analysis : 23/10/2023
Ngay tra két qua/ Date of issue ¢ 30/10/2023

Loai mAv/ Kind of sample ¢ Nudc da xu ly Sb llm'ng mau/ Quantity of sample : 01 mau
Tén miu/ Name of sample :  Nude sach tai mang phén phdi

Dia diém lay mAu: Ho khich hang Lé Thi Tuyet Mai, ap 3A, xa Phi Lde,
huyén Tam Binh , tinh Vinh Long

Tinh trang miu/ State of sample :  Dung trong chai nhya
STT/ CHLTIRS PHUONG PHAP KET QUA/ | PON VITINH/ | QCVN 01-1:
N THU NGHIEM/ PEIAN TACAY RESULT UNIT 2018/BYT
% | PARAMETERS TESTING METHOD
. 1SO 9308-1:2014/
- *) :
| Coliforms Amd 1:2016 <1 CFU/100mL <3
1SO 9308-1:2014/
- . - N : (%) ”
2 Escherichia coli Amd 1:2016 <] CFU/100mL <1
3 | Clodutrdo® SMEWW 4500 Cl B : 2017 0,39 mg/L T
4 | Poduc® SMEWW 2130.B : 2017 0,61 NTU )
. Khong phat hién
*) R .
5 | Mau séc SMEWW 2120C : 2017 (LOD-3) TCU 15
SOP.01-436 : 2022 Khong cé Khéng ¢6 mui
6 | Muivi (Ref. TCVN 2653 : 1978, e V‘? e " - vgi : ’
SMEWW 2150B, 2160B : 2017) H Ha
" trong khoang
*) . =
7 | pH TCVN 6492 : 2011 6,90 YT

Ghi chi/ Notes: Két qua chi c6 gia trj trén mau thi/ The results are valid only for testing sample.
Tén mau theo khach hang yéu cau/ Name of samples as the client’s requirement.
Thoi gian luu mau: 5 ngay ké tir ngay tra két qua/ Time-limit of stor age: 5 dayAﬁ om reporting date.
LOD: Gi6i han phat hién / LOD: Limit of Detection. Két qua dugc biéu thi < 1, < 10 CFU/don vi tinh khi khong c6
khudn lac moc trén dia/ The expression of results is less than 1 or less than 10 CFU/unit when the dish contains no
colonies.
(*): Chi tiéu duge VILAS cong nhan ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017).
(s/c): Chi tidu guri nha thau phu/ (s/c): ltems are tested by subcontractor

PHU TRACH CHAT LUQNG
QUALITY MANAGER

GIAM POC

ThS. Huynh Ngoc Trudéng

PTI:J duoc chi dinh boi/ Lab. designated by: By Y Té - Cuc An toan Thyc phdm/ Ministry of Health - Agency of Food Safety; B NN&PTNT - Cuc Quin Iy
Chat lwgng Nong Lam san va Thiy san/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department, B§ Cong Thuong —
Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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VILAS 1074 VIMCERTS 211

Sb/ No: 14663 2310A/KQ
Ma sd/ Code: 6540 2310

Ma sb mau/ Sample code: 20723 2310

Trang/ Page: 1/1

Tén khach hang/ Client
Dia chi/ Address

Ngay nhan mau/ Date of receiving

Ngay tra Kkét qua/ Date of issue
Loai mau/ Kind of sample
Tén mau/ Name of sample

KET QUA THU NGHIEM
TESTING REPORT

CHI NHANH CAP NUOC CAI NGANG
Ap 8, xd My Ldc, huyén Tam Binh, tinh Vinh Long.

23/10/2023 Ngay phan tich/ Date of analysis 23/10/2023
30/10/2023 ) . .
Nude da xu ly So lwgng maw/ Quantity of sample 01 mau

Nudée sach tai mang phian ph6i

Dia diém 1dy mAu: H$ khach hang Nguyén Thi Bé Hai, 4p 3A, xa Phu Lo,
huyén Tam Binh , tinh Vinh Long

Tinh trang mau/ State of sample Dung trong chai nhua

STT/ CHR TIE) PHUONG PHAP KET QUA/ | PON VITINH/ | QCVN 01-1:
Ng, | TN RGEEM Ay RESULT UNIT 2018/BYT
% | PARAMETERS TESTING METHOD
. 1SO 9308-1:2014/
*)
1 Coliforms Amd 1 :2016 <1 CFU/100mL <3
1SO 9308-1:2014/
i . 3 . 5 (;)
2 Escherichia coli S 1 <O < CFU/100mL <1
3 | Clodutydo® SMEWW 4500 Cl, B : 2017 0,28 mg/L prs O
4 | Do duc™ SMEWW 2130.B : 2017 0,57 NTU 2
. Khong phat hién
*) s >
5 | Mau sc SMEWW 2120C : 2017 (LOD=3) TCU 15
S0s Khong c6 Khong c6 mili
6 | Muivi (Ref. TCVN 2653 : 1978, s in o - vgi i
SMEWW 2150B, 2160B : 2017) P '
. trong khoang
*) . -
7 | pH TCVN 6492 : 2011 6,85 KRS

Ghi chi/ Notes: Két qua chi c6 gia tri trén mau thi/ The results are valid only for testing sample.

Tén mau theo khéach hang yéu cau/ Name of samples as the client’s requirement.

Thoi gian luu mau: 5 ngay ké tir ngay tra két qua/ Time-limit of stor age: 5 days from reporting date.

LOD: Gi6i han phat hién / LOD: Limit of Detection. K&t qua dugc biéu thj < 1, < 10 CFU/don vi tinh khi khong ¢6
khuén lac moc trén dia/ The expression of results is less than 1 or less than 10 CFU/unit when the dish contains no
colonies.

(*): Chi tiéu dugc VILAS cong nhan ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC 17025:2017).
(s/c): Chi tiéu giri nha thau phy/ (s/c): Items are tested by subcontractor

=

GIAM DOC
DIRECTOR

PHU TRACH CHAT LUQNG
QUALITF’MANA GER

ThS. HuynL Ngoc Trwéng

PTN dugc chi dinh boi/ Lab. designated by: B§ Y Té - Cuc An toan Thuwe phdm/ Ministry of Health - Agency of Food Safety; B¢ NN&PTNT - Cuc Quan ly
Chéit lwgng Nong Lam sin va Thiy sian/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality Assurance Department, B) Cong Thuwong —
_ Ministry of Industry and Trade of The Socialist Republic of Vietnam.
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